CHULA VISTA FIRE DEPARTMENT

Detail A - Single Occupant Building

12 inches

PIV / FDC

THIS IS THE
BUSINESS 18 inches
NAME

ADDRESS INFO
(UP TO 2 LINES)

E Sign Height:
1 7 feet

Concrete Base:
11/2 ft.

Sign Specifications

1.

W

Measurements MUST be exact and will be subject
to a field inspection

Sign must be .080 gauge aluminum

Holes and radii must adhere to FHWA standards
Sign must be Type IV high intensity prismatic
sheeting [H.I.P.]

Protective overlay film on sign [P.O.F.]

FIRE PREVENTION DIVISION

Detail B - Multiple Occupant Building

12 inches

PIV / FDC

COMMERCIAL :
BUILDING 18 inches

ADDRESS INFO
(UP TO 2 LINES)

E Sign Height:
1 7 feet

Concrete Base:

11/2ft.

. Sign support pole: schedule 40, 2-inch galvanized pipe
. Sign must be buried in concrete base buried 1 1/2 feet deep
. Signage letter height:

e PIV/FDC and business name = 1 1/2 inches tall

. White background with black lettering

CHULA VISTA FIRE DEPARTMENT e Fire Prevention Division e 276 Fourth Avenue, Building 300, Suite B-143 ¢ Chula Vista, CA 91910
(619) 691-5029 e fax (619) 691-5204 e www.chulavistaca.gov/goto/FirePrevention



